Attachment DTE 1-8(a)

;%Moom FLOWGRID REGULATORS
50X CAPACTTY GRIDS

| CONNECTED IN A WORKING

| MONITOR AND CONTROL CONFIGURATION :
MAXIMUM FLOW RATE 153,000 SCFH -

]

3" - 40 PSIG
X | TO WYETH BOILER

6" METER SETTING

WTH EQUIMETER T-18
T-18 METER HAS MAX
FLOW RATE © 275 PSIG
OF 359,800 SCFH AND A
MINIMUM FLOW RATE OF

14,200 SCFH
)
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TELEMETERING STATION BLOWDOWN
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A NiSource Company

BAY STATE GAS — WYETH
PRELIMINARY DESIGN OF
SYSTEM UPGRADE




